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This documents the SHSU Tag Nomenclature for all P&ID, PFD and BAS drawings, systems and 
graphics. 
 

FORMAT 

     0 XXX 0000 XXXXXX 00 
LEGEND 

 
Digit 1 -  Process Stream     

A – Instrument / Control Air 
B – Chilled Water Supply (Cold) 
C – Chilled Water Return  
D – Condenser Water Supply (Cold) 
E – Condenser Water Return 
F – 



BFP – Boiler Feed Pump LTS – Low Temperature Switch 
BFV – Butterfly Valve LV – Lab Vacuum 
BFW – Boiler Feed Water M – Meter 
BV – Balancing Valve MB – Micro-Biological 
BAV – Ball Valve MCC – Motor Control Center 
BPV – Back Flow Preventer MOV – Motor Operator Valve 
CAV – Continuous Air Volume Box MTR – Motor 
CHP – Chilled Water Pump 



ELV – Elevator VAV – Variable Air Volume Box 
EO – Electrical Outlet 
EVA – Evaporator 

VBS – Vibration Switch  

FCU – Fan Coil Unit VBH – Vibration Monitor Horizontal  
FCV – Float Control Valve VBV – Vibration Monitor Vertical   
FDR – Fire Damper VBA – Vibration Monitor Axial   
FE – Flow Element VFD – Variable Frequency Drive 
FI – Flow Indicator VFU – Ventilation Fan Unit 
FLA – Full Load Amps VP – Vacuum Pump 
FO – Fuel Oil VPF – Valve Position Feedback 
FOP – Fuel Oil Pump WB – Wet Bulb 
FOR – Fuel Oil Return WBT – Wet-Bulb Temperature 
FOS – Fuel Oil Supply WCU – Water Chill Unit / Chiller 
FOV – Fuel Oil Valve XFM – Transformer 
FS – Flow Switch ZX – 


